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(e) The program must include activi-
ties to advise affected municipalities, 
school districts, businesses, and resi-
dents of pipeline facility locations. 

(f) The program and the media used 
must be as comprehensive as necessary 
to reach all areas in which the operator 
transports gas. 

(g) The program must be conducted 
in English and in other languages com-
monly understood by a significant 
number and concentration of the non- 
English speaking population in the op-
erator’s area. 

(h) Operators in existence on June 20, 
2005, must have completed their writ-
ten programs no later than June 20, 
2006. The operator of a master meter or 
petroleum gas system covered under 
paragraph (j) of this section must com-
plete development of its written proce-
dure by June 13, 2008. Upon request, op-
erators must submit their completed 
programs to PHMSA or, in the case of 
an intrastate pipeline facility operator, 
the appropriate State agency. 

(i) The operator’s program docu-
mentation and evaluation results must 
be available for periodic review by ap-
propriate regulatory agencies. 

(j) Unless the operator transports gas 
as a primary activity, the operator of a 
master meter or petroleum gas system 
is not required to develop a public 
awareness program as prescribed in 
paragraphs (a) through (g) of this sec-
tion. Instead the operator must develop 
and implement a written procedure to 
provide its customers public awareness 
messages twice annually. If the master 
meter or petroleum gas system is lo-
cated on property the operator does 
not control, the operator must provide 
similar messages twice annually to 
persons controlling the property. The 
public awareness message must in-
clude: 

(1) A description of the purpose and 
reliability of the pipeline; 

(2) An overview of the hazards of the 
pipeline and prevention measures used; 

(3) Information about damage preven-
tion; 

(4) How to recognize and respond to a 
leak; and 

(5) How to get additional informa-
tion. 

[Amdt. 192–100, 70 FR 28842, May 19, 2005; 70 
FR 35041, June 16, 2005; 72 FR 70810, Dec. 13, 
2007] 

§ 192.617 Investigation of failures. 

Each operator shall establish proce-
dures for analyzing accidents and fail-
ures, including the selection of samples 
of the failed facility or equipment for 
laboratory examination, where appro-
priate, for the purpose of determining 
the causes of the failure and mini-
mizing the possibility of a recurrence. 

§ 192.619 Maximum allowable oper-
ating pressure: Steel or plastic pipe-
lines. 

(a) No person may operate a segment 
of steel or plastic pipeline at a pressure 
that exceeds a maximum allowable op-
erating pressure determined under 
paragraph (c) or (d) of this section, or 
the lowest of the following: 

(1) The design pressure of the weak-
est element in the segment, deter-
mined in accordance with subparts C 
and D of this part. However, for steel 
pipe in pipelines being converted under 
§ 192.14 or uprated under subpart K of 
this part, if any variable necessary to 
determine the design pressure under 
the design formula (§ 192.105) is un-
known, one of the following pressures 
is to be used as design pressure: 

(i) Eighty percent of the first test 
pressure that produces yield under sec-
tion N5 of Appendix N of ASME B31.8 
(incorporated by reference, see § 192.7), 
reduced by the appropriate factor in 
paragraph (a)(2)(ii) of this section; or 

(ii) If the pipe is 123⁄4 inches (324 mm) 
or less in outside diameter and is not 
tested to yield under this paragraph, 
200 p.s.i. (1379 kPa). 

(2) The pressure obtained by dividing 
the pressure to which the segment was 
tested after construction as follows: 

(i) For plastic pipe in all locations, 
the test pressure is divided by a factor 
of 1.5. 

(ii) For steel pipe operated at 100 
p.s.i. (689 kPa) gage or more, the test 
pressure is divided by a factor deter-
mined in accordance with the following 
table: 
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Class location 

Factors 1, segment— 

Installed 
before 

(Nov. 12, 
1970) 

Installed 
after (Nov. 
11, 1970) 

Converted 
under 

§ 192.14 

1 ............................... 1.1 1.1 1.25 
2 ............................... 1.25 1.25 1.25 
3 ............................... 1.4 1.5 1.5 
4 ............................... 1.4 1.5 1.5 

1 For offshore segments installed, uprated or converted after 
July 31, 1977, that are not located on an offshore platform, 
the factor is 1.25. For segments installed, uprated or con-
verted after July 31, 1977, that are located on an offshore 
platform or on a platform in inland navigable waters, including 
a pipe riser, the factor is 1.5. 

(3) The highest actual operating pres-
sure to which the segment was sub-
jected during the 5 years preceding the 
applicable date in the second column. 
This pressure restriction applies unless 
the segment was tested according to 
the requirements in paragraph (a)(2) of 
this section after the applicable date in 
the third column or the segment was 
uprated according to the requirements 
in subpart K of this part: 

Pipeline segment Pressure date Test date 

—Onshore gathering line that first be-
came subject to this part (other than 
§ 192.612) after April 13, 2006.

March 15, 2006, or date line becomes 
subject to this part, whichever is later.

5 years preceding applicable date in sec-
ond column. 

—Onshore transmission line that was a 
gathering line not subject to this part 
before March 15, 2006.

Offshore gathering lines ........................... July 1, 1976 ............................................. July 1, 1971. 
All other pipelines ..................................... July 1, 1970 ............................................. July 1, 1965. 

(4) The pressure determined by the 
operator to be the maximum safe pres-
sure after considering the history of 
the segment, particularly known corro-
sion and the actual operating pressure. 

(b) No person may operate a segment 
to which paragraph (a)(4) of this sec-
tion is applicable, unless over-pressure 
protective devices are installed on the 
segment in a manner that will prevent 
the maximum allowable operating 
pressure from being exceeded, in ac-
cordance with § 192.195. 

(c) The requirements on pressure re-
strictions in this section do not apply 
in the following instance. An operator 
may operate a segment of pipeline 
found to be in satisfactory condition, 
considering its operating and mainte-
nance history, at the highest actual op-
erating pressure to which the segment 
was subjected during the 5 years pre-
ceding the applicable date in the sec-
ond column of the table in paragraph 
(a)(3) of this section. An operator must 
still comply with § 192.611. 

(d) The operator of a pipeline seg-
ment of steel pipeline meeting the con-
ditions prescribed in § 192.620(b) may 
elect to operate the segment at a max-
imum allowable operating pressure de-
termined under § 192.620(a). 

[35 FR 13257, Aug. 19, 1970] 

EDITORIAL NOTE: For FEDERAL REGISTER ci-
tations affecting § 192.619, see the List of CFR 

Sections Affected, which appears in the 
Finding Aids section of the printed volume 
and at www.fdsys.gov. 

§ 192.620 Alternative maximum allow-
able operating pressure for certain 
steel pipelines. 

(a) How does an operator calculate the 
alternative maximum allowable operating 
pressure? An operator calculates the al-
ternative maximum allowable oper-
ating pressure by using different fac-
tors in the same formulas used for cal-
culating maximum allowable operating 
pressure under § 192.619(a) as follows: 

(1) In determining the alternative de-
sign pressure under § 192.105, use a de-
sign factor determined in accordance 
with § 192.111(b), (c), or (d) or, if none of 
these paragraphs apply, in accordance 
with the following table: 

Class location Alternative de-
sign factor (F) 

1 ..................................................................... 0.80 
2 ..................................................................... 0.67 
3 ..................................................................... 0.56 

(i) For facilities installed prior to De-
cember 22, 2008, for which § 192.111(b), 
(c), or (d) applies, use the following de-
sign factors as alternatives for the fac-
tors specified in those paragraphs: 
§ 192.111(b)¥0.67 or less; 192.111(c) and 
(d)¥0.56 or less. 

(ii) [Reserved] 
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